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Active damping strategies have been widely developed in
the literature, being the capacitor-current proportional feed-
back one of the most extended one [1]–[4]. This approach
requires current sensors in the capacitor branches, which are
not normally used. This current can be estimated from the
capacitor voltage by derivation [5]–[7], as this voltage is
normally measured to synchronize the VSC with the grid.
The capacitor voltage derivative active damping (CVDAD)
becomes less effective when the LCL resonance frequency
approaches the converter current control Nyquist frequency,
because the derivative action is distorted close to this limit [6].
Moreover, the effects of the delays introduced by the control
loop and filters can produce instability. To further extend the
limits of applicability of the CVDAD a faster derivative based
on a multisampled approach can be used [8]. However, with
a multisampled derivative, the high frequency noise and the
switching harmonics are amplified, even more than with the
conventional derivative.
This work explores the stability limits of the CVDAD for
a robust operation against variations in the grid inductance.
The influence of the filtering solution in the stability of the
AD approach is analyzed, obtaining an analytical expression
to evaluate the influence of the filters on the phase of the AD
action, for both the multisampled and the conventional deriva-
tive, a critical aspect of the strategy. This expression requires
reduced information on the power converter and the control
loop. The AD filtering solution not only influences the stability
of the power converter, it also affects the grid current quality,
as aliasing might be an issue if the switching harmonics are
not properly attenuated. The experimental results obtained for
a 500 kW experimental setup validate the results obtained.
II. SYSTEM MODELING AND CONTROL
A VSC connected to the grid is shown in Fig. 1. The LCL fil-
ter is formed by the converter inductance, Lc, the transformer
leakage inductance, Ltransf and the filter capacitor Cf . The
grid effective inductance, Lg , depends on the impedance at
the connection point [9]. The converter side current and the
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I. INTRODUCTION
The large number of renewable power plants has broadly
extended the amount of grid-connected voltage source con-
verters (VSC). To meet the grid operator requirements, VSC
are frequently connected to the grid though a LCL output filter,
reducing the presence of the switching harmonics in the grid
current. However, with this filter, stability issues appear at the
LCL resonance frequency, worsened by the high variability of
the effective grid inductance at the point of common coupling
(PCC). Passive and active damping (AD) methods can be
implemented to solve the stability problems, where the latest
are the preferred solution, as they avoid an increase in the
converter power losses and in the filter complexity.
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Fig. 1. Grid-connected power converter and control structure in the SRF.
capacitor voltage are measured and filtered by a first order
low pass analog filter (LP(s)) and a digital moving average
filter (MAF(s)) programmed in a field-programmable array
(FPGA), which runs at a faster speed than the DSP. With
this multisampled filter, the FPGA is able to eliminate the
switching harmonic family and its multiples. The DSP per-
forms asymmetrical sampling. The converter current control is
performed in the synchronous reference frame (SRF) by means
of a proportional integral controller (PI), used to achieve zero
tracking error once that the fundamental component has been
transformed to a DC component in dq. The PLL provides the
angle for the Park transformation to the SRF. The voltage feed-
forward is used to reduce the variability of the plant, increasing
the rejection to grid disturbances and, as a consequence,
reducing high inrush currents. The delays introduced by the
power converter, computation and zero order hold (ZOH),
represented by Dconv(s) in Fig. 1, are approximated by the
expression derived in [10].
The system stability is studied in the SRF, so the the filters,
LP(s) and MAF(s), as well as Dconv(s) must be transformed
to such frame. All the elements are transformed to the SRF
using the transformation presented in [11]. Once that all the
elements are expressed in the SRF, the closed loop poles and
zeros are represented in Fig. 2, neglecting the AD feedback
path represented in orange in Fig. 1. The stability is analyzed
for three different short-circuit ratios, SCR, at the PCC; 1.5,
10 and 70. In this plot it can be seen that for weak grids, with
SCR of 1.5 and 10, four unstable closed loop poles appear
for each SCR. The instability at the LCL resonance frequency
reveals that an AD strategy is required for the stable operation
of the power converter in weak grids.
III. IMPLEMENTATION OF THE CAPACITOR VOLTAGE
DERIVATIVE ACTIVE DAMPING
In Fig. 1 the AD path is shown in orange. The derivative
of the capacitor voltage, after being filtered by LP(s), is
performed either in the DSP, executed at the same rate than the
































Fig. 2. Zero pole map of the system for three SCR = 1.5, 10 and 70.
control loop, or in the FPGA, used to filter the measurements
and running at a faster speed. The derivative action can be
directly used to damp the resonance frequency, or digitally
filtered in the FPGA with the filter FilFPGAAD or in the DSP
with FilDSPAD .
The CVDAD strategy, as well as the capacitor current
feedback AD, are equivalent to the implementation of a virtual
resistance in parallel with the filter capacitor. Nevertheless, it
has been reported in the literature that the influence of the
delays in the control loop AD path transforms the virtual
resistance into a virtual impedance [3], denoted by ZAD(s).
Those transfer functions responsible of the transformation of
the virtual resistance into a virtual impedance are the ones
influencing the AD feedback; in Fig. 1 are LP(s), FilFPGAAD (s),
FilDSPAD (s) and Dconv(s). Moreover, the phase lost by the
derivative as it approaches the control Nyquist frequency,
aggravates this situation, particularly for the conventional
implementation in the DSP. The expression for the emulated
virtual impedance with the CVDAD is given in Eq.1, where
the deformation of the derivative close to the control Nyquist
frequency is represented by the transfer function Derdef (s)







The virtual impedance ZAD(jω), obtained by substituting
s by jω in Eq. 1, has a real, or resistive, component and
an imaginary, or reactive, component. Both components vary
with frequency, but the variations in the resistive component
are specially important. As the effective grid inductance, Lg ,
changes depending on the connection point, the LCL resonant
poles also vary. If within the range of frequencies where
the resonance frequency is located, a change in the emulated
resistive component occurs, the system is unstable for some
grid inductances. The sign of the emulated resistance can be
either positive or negative, as long as it remains constant for
the whole possible range of resonance frequencies, as the
sign of the AD feedback path can be modified if a negative
virtual resistance is emulated. A change in the emulated virtual
resistance occurs every time that the phase of Eq. 1 equals
π/2, for this reason the characterization of its phase is an
important step. The phase of Dconv(s) can be represented by
a pure delay of 1.5 sample times. The low pass analog filter
is a first order filter with a pole pLP , while Fil
FPGA
AD (s) and
FilDSPAD (s) have not been defined yet, but in general, they
can be defined as a product of zeros and poles. In the case
of FilFPGAAD (s) a number of np FPGA poles, pFPGA, and
nz FPGA zeros, zFPGA, and in the case of Fil
DSP
AD (s) as a
number of np DSP poles, pDSP , and nz DSP zeros, zDSP . At
last Derdef (s) introduces a pure delay of lder sample times,
which is 0 if the multisampled derivative is used and 0.5 if
the derivative is implemented in the DSP. This approximation
is valid, as demonstrated by Fig. 3. In this figure it is shown
that the multisampled derivative behaves as an ideal derivative
up to the DSP control Nyquist frequency while the derivative
in the DSP can be modeled by the ideal derivative multiplied
by half a sample period pure delay. With these considerations
the phase of Eq. 1 can be expressed by Eq. 2.






































where TsDSP is the DSP sampling time.
In the following section, the effects of the filters used in the
AD feedback path on the system stability and the grid current
harmonic content is evaluated.
IV. EFFECTS OF THE AD FILTER AND THE
IMPLEMENTATION OF THE DERIVATIVE ON THE STABILITY
AND GRID CURRENT
As demonstrated in Eq. 2, the filter used in the AD path
modifies the phase of the emulated virtual impedance, influ-
encing the stability of the CVDAD. For this reason, in this
section, the effect of different filtering solutions is evaluated.
Not only the stability is assessed, but also the grid current
quality is studied. This is done by performing experimental
tests in the test bench shown in Fig. 4, implementing the
CVDAD with both the multisampled and the conventional
derivative, and each filtering solution evaluated. The test bench
is a 500 kW grid-connected power converter, connected to a
grid with a SCR of 10.
Three different filtering solutions are evaluated for the
CVDAD:


























Fig. 3. Frequency response of the multisampled derivative, conventional
derivative and the ideal derivative multiplied by a delay of half a DSP sample
period.
2) First order low pass analog filter and moving average
filter in the FPGA.
3) First order low pass analog filter and band pass filter in
the DSP.
In the following, the effect of these filters in the resistive
component of the emulated virtual impedance is evaluated.
The limits evaluated in the following are absolute limits,
meaning that if in this preliminary analysis the AD presents
changes in the sign of the resistive component of the emulated
virtual impedance, within the range of possible resonance
frequencies, the system is unstable for some possible SCR.
However, if no changes are produced in this range of possible
resonance frequencies, it does not mean that the AD is able
to stabilize the system, it means that it might be able to damp
it with the appropriate AD constant, kAD, adjusted. In Eq. 1
k is equal to Lc/kAD.
The AD must be robust against variations in the grid
inductance, as the SCR at the PCC varies from one location to
Fig. 4. Experimental set-up used for the validation of the CVDAD.
another. The variations in the SCR are limited between 1 and
300, the limits demanded in renewable energy industry. With
this limits, an the parameters of the power converter used in
the experimental setup, the resonance frequencies are bounded
within 800 and 1520 Hz.
A. Low Pass Analog Filter
The first filtering solution used for the capacitor voltage in
the AD path is a low pass first order analog filter, LP (s), with
a cut-off frequency of 3.5 kHz, shown in Fig. 5. In this way,
FilDSPAD (s) and Fil
FPGA
AD (s) in Eq. 1 are equal to 1. The phase
in Eq. 2 is computed using this filtering option, representing
the cosine of this phase in Fig. 6, or equivalently, the real part
of ZAD(jω) for a unitary modulus. With this filtering option,
the delay in the AD path is low, and the sign of the emulated
virtual resistance has a reduced number of changes. However,
with the possible range of resonance frequencies for the power
converter under study, the multisampled approach presents a
worse stability range than the conventional derivative, even
though it can stabilize the system in a wider frequency range.
As a result of a greater delay with the conventional derivative,
the first change in the sign of the emulated virtual resistance
occurs at lower frequencies, and within the range of possible
LCL resonance frequencies it remains with the same sign.
However, with the multisampled derivative, the first cross
occurs at higher resonance frequencies, in the limit for the
weakest grid considered. In this way, for the system under
consideration, a lower delay implies reduced stability.
The SCR at the PCC of the test-bench is 10, meaning
that the LCL resonance frequency is 950 Hz. With this
measurement filter, and the multisampled derivative, there is
not a kAD that can effectively damp the resonant poles, and the
system becomes unstable and is disconnected, as demonstrated
in Fig. 7.
With the conventional derivative in the DSP, the AD is able
to stabilize the resonant poles, but aliasing problems appear.
In Fig.8 the grid current harmonic content is represented when
the system is stabilized with the CVDAD and the conventional
























Fig. 5. Frequency response of the low pass analog filter.


















Fig. 6. Representation of the variation of the real part of the emulated virtual
impedance as a function of frequency, for the multisampled and conventional
derivative, using the LP filter.
Fig. 7. Grid current with the LP filter and the multisampled CVDAD.
no significant harmonics appear, meaning that the filter reso-
nance is properly damped. However, at low frequencies, two
important harmonics appear at 250 Hz and 350 Hz.
The converter switching frequency is 2.8 kHz, sampling the
capacitor voltage at twice the switching frequency, 5.6 kHz.
The harmonics at higher frequencies than the control Nyquist
frequency (equal to 2.8 kHz) are seen by the DSP as alias of
the real frequency, at a frequency given by Eq. 3.
Fig. 8. Grid current harmonic content with the LP filter and the conventional
CVDAD.
Falias = |F −NFsDSP | (3)
Where Falias is the frequency seen by the DSP, F is the real
frequency and FsDSP is the DSP sampling frequency. The
harmonics of the second switching harmonic family are seen
by the DSP at 250 and 350 Hz, creating the AD path two
important current harmonics at 250 and 350 Hz, as a result
of a poor filtering of the capacitor line voltage. It must be
reminded that the rest of the control measurements are filtered
by a MAF in the FPGA in order to eliminate the switching
harmonic content.
B. Low Pass Analog Filter and Moving Average Filter in the
FPGA
To avoid aliasing a MAF filter is applied in the FPGA to
the capacitor voltage measurement. In this way, it is filtered
by both LP (s) and the MAF, given by Eq. 4. The frequency




Where n is the ratio of the FPGA sampling frequency and the
power converter switching frequency. No additional filters are
applied in the DSP, so FilDSPAD (s) is equal to 1.
FilFPGAAD (z) can be expressed in the continuous domain,
calculating again the phase for the new AD filter and both
derivatives. The real part of the emulated virtual impedance is
shown in Fig. 10. In this case, the multisampled derivative of-
fers a robust damping, while with the conventional derivative,
a change in the sign of the emulated resistance occurs, and
the AD will tend do destabilize the system if it is connected
to strong grids.
In this case, the multisampled approach is a better option
to robustly damp the system, so it is the option tested in the
experimental setup. Fig. 11 shows the grid current harmonic
content, proving that the resonance frequency is properly
























Fig. 9. Frequency response of the AD filter.


















Fig. 10. Representation of the variation of the real part of the emulated virtual
impedance as a function of frequency, for the multisampled and conventional
derivative using the MAF and LP filters.
Fig. 11. Grid current harmonic content with the LP filter and MAF and the
multisampled CVDAD.
frequency. The FPGA, where the MAF filter is implemented,
runs ten times faster than the DSP, so the switching harmonics
are properly attenuated and the low frequency alias, seen by
the DSP, are almost negligible. In this way, the AD does not
contain voltage harmonics at 250 Hz and 350 Hz, created when
the capacitor voltage is sampled, and does not introduce low
frequency harmonics in the grid current.
C. Low Pass Analog Filter and Band Pass Filter in the DSP
The MAF filter is able to eliminate aliasing problems, but
it increases the delay in the AD path, compromising the
stability of the CVDAD with the classical implementation of
the derivative. For this reason, in order to reduce the delay
introduced by the filter while still rejecting the low frequency
alias, a band pass filter is implemented in the DSP, with
FilFPGAAD (s) equal to 1. The resulting filter is the product
of LP(s) and the band pass filter, obtaining the frequency
response in Fig. 12 with the continuous equivalent transfer
function of the band-pass filter.
The band pass filter is designed as a second order filter,
fixing the low stop-band in order to introduce an attenuation
of 9 dB at 300 Hz, and the high stop band set at the highest




























Fig. 12. Frequency response of the AD filter.


















Fig. 13. Representation of the variation of the real part of the emulated virtual
impedance as a function of frequency, for the multisampled and conventional
derivative using the band-pass and LP filters.
With this filtering option, the conventional CVDAD presents
greater stability margins for weak grids, while in strong grids
it is close to a change in the sign, as shown in Fig. 13. With
the multisampled CVDAD the system will be able to perfectly
work in strong grid conditions, while it faces stability issues
Fig. 14. Grid current harmonic content with the LP and band-pass filters and
the conventional CVDAD.
in weak grids for the system under study.
If the grid current harmonic content is analyzed for the
conventional derivative implementation, it can be seen in
Fig. 14 that the resonant poles are properly damped, and
aliasing problems are almost eliminated.
V. CONCLUSION
In this work an analysis of the robustness of the capacitor
voltage derivative active damping strategy is performed for its
conventional and multisampled implementation, depending on
the filter used in the AD path. The LCL resonance frequency
can suffer strong variations and the active damping must be
robust to properly damp the system under all circumstances.
As the effects of the delays may modify the sign of the emu-
lated virtual impedance, causing stability problems, avoiding
these variations is the first stability limit that the AD must
face. The filter used in the AD path strongly influences this
delay, and consequently the stability. But this filter is also
important in order to avoid aliasing and noise amplification.
Both, stability and aliasing aspects, are analyzed in this paper,
providing experimental results to support the theoretical study.
Depending on the system parameters and the range of possi-
ble resonance frequencies, a different filtering solution and
implementation of the derivative has to be used, specifically
studying the effects on the absolute stability limits and the
grid current harmonic quality.
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